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Request glassman ON

I
X2

Interlocks Set
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Energize Glassman  
output
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Y0

Glassman ON
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C0

2

Glassman ON
C0 100kV off > 10 seconds

TMR

T1
K100

3

100kV off > 10 seconds
T1

Switch motion delay

OUT
C1

4

Request Main  
Contactor closed

I
X0

Switch motion delay
C1

Glassman ON
C0

Close main contactor

OUT
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Glassman ON
C0
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closed

I
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Switch motion delay
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closed

I
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5

Request P-gun  
contactor closed

I
X1

Switch motion delay
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Glassman ON
C0

Close P-gun contactor
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Glassman ON
C0

P-gun contactor closed

I
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Switch motion delay
C1

P-gun contactor closed

I
X5

6

1 second reset input

I
X11

Request glassman ON
X2

Main contactor is  
closed

I
X3

T-gun interlocks O.K.

I
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Interlocks Set
C2

Main Contactor is open

I
X4
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P-gun contactor closed

I
X5

P-gun interlocks O.K.

I
X10

Ready signal to EPICS

OUT
Y3

P-gun contactor is  
Open

I
X6

Interlocks Set

OUT
C2

A

7

P-gun contactor is  
Open

I
X6

P-gun grounded > 10  
seconds.

TMR

T2
K100

8

P-gun grounded > 10  
seconds.

T2
Cesiation Permissive

OUT
Y7

9 END

10 NOP
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